(1) Thermostat

@) Power supply conduit

(3) Floor sensor conduit (diameter 16mm Max)
(4) Stone floor or others (wood...) (9]
(B Glue ©

(6) Floor sensor

(7) Cement

Water pipes
(9 Water pipes fixation

Insulation
41 Insulation
42 Concrete

Floor sensor electrical conduit S sealed:
To protectthe thermostat againStot air currents.

To allow the replaceme hetloor sensor.




